


OHA - Drinking Water Program - Surface Water Quality Data Form WTP -: A
;‘;‘:::‘ Netarts Water District ID#: 41 00556  Month/Year October 2022 Gi?r;i‘czll::'gl 0.5
IO T,
Date Time Rei‘:‘:‘("c"; L Comc(';t me | s ctual cT Temp oH Required CT | 7 pmete ? DZ?';: dO‘FJgN
[ppmormg/L] | [minutes] CXT [°C] formula | Yes/No [GPM]

1 8:30 1.07 140 149.8 12.6 7.70 20.9 Yes 285
2 8:30 1.1 140 154.0 12.6 7.68 20.8 Yes 346
3 8:30 1.28 140 179.2 12.7 7.70 21.2 Yes 285
4 8:30 1.23 140 1722 13.3 7.71 20.4 Yes 258
5 8:30 1.18 140 165.2 12.5 7.73 21.5 Yes 237
é 8:30 1.10 140 154.0 12.4 7.75 21.7 Yes 259
7 8:30 1.06 140 148.4 12.4 1.73 21.4 Yes 237
8 8:30 1.14 140 159.6 12.2 7.70 217 Yes 255
9 8:30 1.19 140 166.6 12.2 7.70 21.8 Yes 198
10 8:30 1.06 140 148.4 15.5 7.69 171 Yes 165
1 8:30 1.25 140 175.0 12.1 7.77 226 Yes 223
12 8:30 1.17 140 163.8 12.2 7.74 22.0 Yes 163
13 8:30 1.08 140 161.2 121 7.73 21.9 Yes 168
14 8:30 1.06 140 148.4 12:3 1.13 21.6 Yes 167
15 8:30 1.1 140 155.4 12.4 L:il2 21.5 Yes 215
16 8:30 1.09 140 152.6 12.4 7.72 21.4 Yes 215
17 8:30 1.09 140 152.6 12.4 7.73 21.5 Yes 218
18 8:30 1.12 140 156.8 12.4 7.74 21.6 Yes 177
19 8:30 1 140 140.0 12.4 7.73 21.3 Yes 160
20 8:30 1.09 140 162.6 12.4 7.70 21.2 Yes 157
21 8:30 1.16 140 162.4 12.3 7.70 21.6 Yes 166
22 8:30 1.02 140 142.8 12.1 7.71 21.6 Yes 177
23 8:30 0.86 140 120.4 12.0 7.66 21.0 Yes 196
24 8:30 1.03 140 144.2 11.9 7.66 21.5 Yes 190
25 8:30 0.89 140 124.6 11.6 7.62 21.3 Yes 139
26 8:30 0.73 140 102.2 11.6 7.72 21.7 Yes 141
27 8:30 0.75 140 105.0 11.2 7.62 215 Yes 150
28 8:30 0.94 140 131.6 11.5 7.64 217 Yes 152
29 8:30 0.96 140 134.4 11.6 7.50 20.6 Yes 169
30 8:30 1.19 140 166.6 11.5 7.52 21.4 Yes 176
31 8:30 0.46 140 64.4 13.1 7.58 18.0 Yes 144

3 If Cl, at entry point < 0.2 mg/I or CT not met, DWP to be notified by end of next business day.
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